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Introduction:

Exeter's Lower Water Street's direct access to the Exeter River I Dam and
the municipal sewage pumping station may be or may become an energy asset for
the town. The Federal Government recognizes potential savings through the
development of these community based renewable energy alternatives and has
established grant and loan programs to pursue this development. This report
summarizes the assessment of the economic viability of retrofitting renewable
alternate energy sources for use by the Town of Exeter. The work was sponsored
by the Town of Exeter, under a Coastal Energy Planning Grant Program, conducted
by the Exeter Planning Office, and assisted by the University of New Hampshire.

Data pertinent to the study were supplied by the following sources; New
Hampshire Water Resources Board, Exeter Water Department, Lower Water Street
Merchants, U.S.G.S. Lamprey River gauging station data, Corp of Engineers,
equipment vendors, and computer programs developed at the University of New
Hampshire.

Initial interest with application for this Coastal Energy planning grant
was sponsored in part by the Downtown Process Committee, a group of business,
private and government officials which serve on the committee to encourage
appropriate development of the waterfront/downtown in accordance with the
"Exeter Waterfront" master plan.

Upon nearing completion of this study Clemson-Milliken Fabrics, owners of
the dams (Exeter River I Dam and Pickpocket Road dam) offered to deed to the
Town of Exeter the dams, water rights, and certain parcels of land fronting
along the Exeter River. The acceptance of these gifts will be the subject of

a Special Town Meeting to be held in September 1981.



It should be noted that this study assessed the economic feasibility of
retrofitting the Exeter River I Dam. The decision to concentrate the study to
this dam was based on the town's direct access to the I Dam and its potential
energy supply for a district heating and cooling system. The study results,
however, can be interpolated, base on respective drainage areas, for estimating
the economic viability of retrofitting the Pichpocket Dam for hydroelectric

power.

REPORT SUMMARY

The results of our analysis provided two findings:

(1) The economic analysis illustrated the viability of a hydropower
retrofit of the Exeter River I Dam based on no escalation in energy costs and
providing to the Town approximately $13,000 income for operating, maintainance
and profit. As the Town now has the opticn of acquiring two dams and all
water rights it may become responsible for the operation and maintainance of
the dam facility, which can be considered either an asset or a liability.

It is recommended that the town take the following steps on the hydro-
power retrofit project:

- Develop and submit to Federal Energy Regulatory Commission an

exemption package for the Eketer River I Dam (and now possibly
the Pickpocket Dam).

- Select an engineering company to complete a final design for a
100 KW turbine/generator for a siphon installation on the
spillway crest dam.

- Secure bids from manufacturers for the proposed mechanical and

electrical equipment.



- Develop a municipal bond financing package.

- Make decision as to how to proceed.

(2) The results of the district heating/cooling study showed the
proposed Exeter site to be not economical at this time. Further investigation
is not recommenqed until the price of 0il is approximately 60 times more

costly than electricity.



PART 1

PRELIMINARY SITE EVALUATION - HYDRO RETROFIT

The Exeter River originates in the Town of Brentwood and drains 102.7 sq.
miles of basin land. It flows generally northeasterly to its confluence with
the tidal Squamscott River in Exeter. Two dams regulate discharge, one above
the tidal river intown Exeter; the other approximately 5 miles upstream, known
as Pickpocket Dam. The Clemson Mill owns these structures and has had a Tong
history of controlling fiows and water rights to the river.

The following site data summarizes the information on file at the New
Hampshire Water Resources Board for the Exeter River I Dam. This information

has been validated by the Clemson Mi1l engineer.

Name of Dam: Exeter River I Dam
COE Number: 304
State Number: 82.01

The concrete gravity dam is 15 feet high, 140 feet long, and has a 111
foot spillway. It was built in 1914, and rehabilitated in 1938 and 1968.
Just below the dam is a 3 foot auxiliary dam, constructed for scour protec-
tion, and to the left of the spiliway dam is a 3' x 3' fish ladder aquaduct.
The dam gates consist of a spill gate and two control gates leading to a 14 ft
wide by 7 ft high concrete penstock. The wooden control gates are operated on
a wheel and gear mechanism located 5' above the spillway crest. The gates are
protected by an iron trash rack; a single tank is located directly behind the
gates to the penstock.

The penstock is approximately 200 yards long, terminating on mill pro-
perty. Expansion of the mill complex has destroyed the tail race constructed

for the original turbines.



WATERSHED CHARACTERISTICS

The available information for the Exeter River Watershed is as follows:

a. Drainage Area
Watershed - ' 102.7 sq. mi.
Ponding - 36 acres

b. Discharge

Maximum flood flow - unknown

Maximum spillway (design) - 4830 cfs

c. Elevation (ft. above MSL)
Dam - 40.5 (maximum pt.)

36.5 (minimum pt.)

Spiliway Crest - 36.5 ft
Head gate low level - 31.5 ft
Stream bed at crest of dam - 21.5 ft
Maximum tail water (est.) - 26 ft
Power House floor (mil1l floor) - 13.5 ft

d. Reservoir
Length of pool - 26,400 ft
Average width (est.) - 60 ft

e. Storage
Top of spillway - 545 acre-ft

Design surcharge - unknown



f. Regulating Outlets

Spillgate - 4.6' x 5' (wood)
wheel and gear control

Head gates - 24.6'" x 5" (wood)
wheel and gear control

Fish ladder - 80' long

no control

WATER SUPPLY

The Town of Exeter draws a portion of its water supply from the Exeter
River. The pumping station records show an average draw of approximately a
million gallons a day (see Table 1).

The water supply pumping station is approximately 1/2 mile upstream from
the dam thus it will be unaffected by construction activities during hydro-
power retrofit or during operation.

Once the retrofit has been accomplished, the need to withdraw-on an
average - one million gallons daily for water supply would have 1ittle, if
any, effect on the hydropwer installation. During periods of extremely low
flow, operational procedures that ensure the pumping station has first use of
the river water can be part of the turbine control flow management program.
The approximately one million gallons per day drawn for water supply would
have 1ittle if any effect on a hydropower installation.

The town of Exeter depends most heavily on the river as a water supply
during the dry summer months. During this time of year, minimum pond eleva-
tion is fixed at spillway crest, any lower elevation may adversely affect

water quality. During medium (greater than 20 cfs) to heavy flow periods the



TABLE 1:~ WATER CONSUMPTION DATA FOR ANNUAL WATER USAGE
BY THE TREATMENT PLANT

PERIOD: JAN. - DEC. 1980

MONTH GALLONS (MILLION OF GALLONS)
Jan. - 37.46
Feb. : . 32.67
March 32.72
April 24.61
May 32.79
June 24.62
July 8.00*
Aug. 7.36%
Sept. _ 31.47
Oct. . 11.29
Nov. 38.61
Dec. _42.89
TOTAL 324.49

*Water Treatment Plant, Pumping Schedule for Intake at Exeter River

atypical because hazardous waste scare thought to occur in tributary stream.



pond elevation could oscillate through as much as 3 to 4 feet with no effect
on water quality and still remain usable for hydropower. The 3 to 4 foot
range consists of 3 plus feet above spillway crest to 1 plus feet below crest
(i.e. during a peaking operation). Maximum draw down is approximately 3 feet
below spillway crest, the lower 1imit is established by the gate inverts.
Exeter's short term plans are to continue drawing the approximately 1 millien
gpd, however, alternatives to the river water are being studied. Due to the
increasing treatment costs associated with the river water, the potential of
using deep rock wells is being investigated. Should sufficient quantities of
well water be available, the usage of the river water will be reduced or

stopped.

SYNTHESIS OF FLOW DURATION CURVE

There are no official daily flow data for the Exeter River. To establish
a flow duration curve for the study, two procedures were followed using comparable
U.S5.G.S. data. The Lamprey River was selected because it is adjacent to the
Exeter River, has similar basin characteristics, and has been monitored by the
U.S.G.5. for 43 years. The Ratio of Drainage Areas method was the first
method used to simulate a flow duration for the Exeter River (see Figure 1).
Using a series of U.S5.G.S. contour maps and a planimeter, the Exeter River
drainage area was validated at 102.7 square miles and the Lamprey drainage
area above the Packer Falls gauge station was determined to be 183 square
miles. By taking the ratio of the area of the Exeter watershed to that of the
Lamprey, a factor of .5683 was calculated. Using this factor and the Lamprey
flow data, a flow duration curve for the Exeter River was developed.

Since this method is only an approximation, a second method by S.L. Ding-
man was used to estimate the potential error of the first method. Dingman's

method is outlined in the Water Resources Bulletin, American Water Resources



QIqILOXT INIL %

OL 09 0¢ o7

o€ Oc ot

9¢*

puBg SOULPTIUC) %466

ZSeTTu 0°€8T Readurer] urseyg agdeurrag

ZSOTTW £,°20T JI979XY UIS®g o3eUTRI(Q

JIOATY JI919XY JIO4 SAINY) UOCTIBING MOTJ

sS40

T 2an3T4g

00T

ooe

00¢

00%



Association, Vol. 14, No. 6. This method uses the area of the basin above the
point of interest and either the measured mean elevation or the elevation of
the highest and lowest points in the basin.

The measured or estimated mean elevation is used in a set of regression
equations to estimate mean average flow. Similar equations were used to
estimate the range in which the flow will vary 95% of the time (i.e. the
actual flow will fall within the estimate range 95% of the time. 1In the

remaining 5% of the time the flow will be either higher or lower than the

estimated range.

SIZING OF TURBINES

Using the synthesized flow duration curve, an 85% turbine/generator
efficiency, a 50 cfs to 350 cfs flow range and a head of 19.6 ft, preliminary
sizing of turbines was investigated including a dual installation.

As can be seen by yearly output in KW/hr from Table 2 a double turbine
installation will have the largest output approaching 1,091,700 Kw/hr. The
flow duration curve is only an estimate, thus these sizes are only a guide for
an economic study.

The relatively small differences among the yearly capacities of the
various turbine combinations allows a developer freedom in selecting the best
combination solely on unit costs. The projected yearly income from a set of
turbines using the full available head is in the $80,000 to $90,000 range
figured on the PUC ruling of 7.7¢/kwh for a run-of-river plant (the expense of
using the full head will be shown to be too expensive.) Further studies might
show that by coordinating the control of the two dams along the river further

output may be possible.

10



TABLE 2 Turbine Installations

Turbine Size Capacity Plant Factor* Yearly Output
(CFS) (Kw) (%) (KW/hr)
50 70.8 65 , 409,400
100 141.6 48 595,400
150 212.4 36 669,900
200 283.2 26 645,000
250 354.0 19 v 589,200
300 424.8 14 521,000
350 495.7 11 477,600

50 cfs PRIMARY TURBINE & SECONDARY

Secondary Turbine Capacity Plant Factor Yearly CQutput

(cfs) (KW) (%) (KW/hr)
50 70.8 : 48 707,100
100 141.6 48 930,400
150 212.4 36 1,016,600
200 283.2 26 1,011,000
250 354.0 19 967,980
300 424.8 14 911,566

100 cfs PRIMARY TURBINE & SECONDARY

Secondary Turbine Capacity Plant Factor Yearly Output
(cfs) (KW) %) (KW/hr)
100 141.6 26 918,000
150 212.4 19 1,059,100
200 283.2 14 1,091,700
250 354.0 1N 1,085,500

150 cfs PRIMARY TURBINE & SECONDARY

Secondary Turbine  Capacity Plant Factor Yearly Output
(cfs) (kKw) (%) (KW/hr)
150 212.4 14 930,400
200 283.2 11 1,035,600

* Plant Factor is the percentage of time that the turbine is generating

power. The turbine/generator efficiency pertains to the operating
efficiency of the unit when it is operating.
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SITE SUMMARY

- The dam has been adequately maintained by the owner per Corps of
Engineers inspection reports. The dam is classified as a low hazard
dam as there is a very small chance of loss of human 1life and pro-
perty if the dam should breach.

- Using the simulated flow duration curve a range of turbines Qas
established for the economic study.

- The projected income for a hydropower retrofit of the dam is esti-
mated in the range of $80,000 in an average precipitation year,

based on forty years of data, using the total available head.

HYDROPOWER SITE SELECTION

The results of the initial turbine sizing illustrated the range of feasible
turbine sizes for the Exeter River. Two unequal sized turbines were shown to
develop the maximum KWH output for the synthesized flow duration curve.

A field study, a set of aerial photographs and a set of old drawings*
were used to assess the economics of retrofitting the existing civil works for
a turbine/generator installation. The field study revealed three potential
locations for installing a turbine/generator and tailrace. (See illustration
#1). The first designated location uses the full head potential. Access to
the penstock wouid be through the storage (cotton) room wall of the mill.
Space within the mil1l room would have to be taken for the turbine/generator
installation and a segment of the floor cut out to enable installation of the
tailrace. The tailrace would exit the building at a mill driveway, then to
the river. Public underground utilities run along the driveway which is per-

pendicular to the direction of the tailrace thus may interfere with the tail-

*Source: Clemson Automotive Fabrics Corporation



I1llustration No. 1 Exeter MFG, CO. 1886
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race. The mill engineer, however, beljeves the tajlrace could be installed
below the existing utility line. Discharge from the tailrace at this location
would be in tidal water. To maintain submergence of the discharge at low tide
and to ensure a suction within the tailrace, a pool or dam structure must be
constructed. This structure would require a relatively large civil works job
to meet all environmenta) problems. An approximate tailrace 1ength of 120 ft
is, access to approximately 250 sq. ft of mill building space and 100 sq. ft
of mill yard is required for this location.

The second potential location reviewed is at the penstock adjacent to the
town fire tap. At this point the penstock is within 20 feet of the river with
no interfering buildings. From field observation this location appeared to
lose four feet of available head, relative to the first designated point.

This location would not require extensive construction to install a tailrace;
however, it would require constructing a dam structure to maintain submergence
of the tailrace discharge point. The river divides at this discharge point
and develops its greatest width along the short river segment running from the
dam to the tidewater. To achieve the required submerged discharge point most
efficiently with as 1ittle environmental impact as possible, the 6 foot of
pond depth can be achieved by excavating a pond in the river bed. Silting may
become a problem with this approach, however, the velocity of water during
various seasons is such that a natural dredging should occur. An approximate
tailrace length of 40 ft is required at this location, and approximately 500
sq. ft of river bed. must be excavated.

The third location was selected at the dam structure itself. (Not shown
in illustration). This location has the least head, approximately 10 feet,

fixed by the impoundment dam and the erosion dam crests. These existing
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structures, however, would directly support a siphon style turbine. Installa-
tion of the siphon turbine at this location would only require the construction
of an anchor/foundation to hold the turbine and pipes to the existing impoundment
dam structure.

Preliminary cost estimates on the three alternative locations illustrated
that the third choice was the only economical alternative. As this site does
not require extensive civil works construction (i.e., the discharge ponds
required by the first two alternatives) the FERC licensing or FERC exemption
process, whichever selected, will be simplified. A significant part of the
simplification is in the environmental section. If no new structures are
proposed the section requires only a report versus a complete environmental
impact statement.

Turbine manufacturers were investigated for hardware directly adaptable
to a siphon application. Two Essex Turbines and two Allis-Chalmers Turbines
were investigated for a siphon installation with a head of 10.5 ft. Comparing
the Essex 40 and 95 KW turbines used singularly and as a pair revealed that
the 95 KW alone is the best choice. The 95 KW unit produces approximately
470,000 Kwh per year, giying a yearly gross income of $36,290. The Allis-
Chalmers 88 KW and 120 KW turbines are competitive with the Essex turbines
(see Appendix 1), *however, the unit cost of the Allis-Chalmers units are
slightly higher per KW than the Essex models. (See Appendix 2). Competitive
bidding for a single 100 KW unit will probably yield the best price for the
site.

The relatively low head, seasonal flow and existing civil works con-
strained the turbine site selection to a retrofit of the existing dam facili-
ties. To maximize the electrical output for the third alternative, the installa-

tion should be operated on a peaking schedule. By peaking, it would be possible



to run the turbine at design head and flow, thus all the flow below the maximum
design flow as shown on the flow duration curve (see figure 1) would be used.
This operational procedure would run the turbine within the bptimum performance
range. As an example: the flow valve to the turbine is opened when the water
elevation reaches dam crest height and remains open until the elevation drops

6 inches, at which time the flow through the turbine is stopped until the pond

refills to crest elevation. At zero flow coming into the river, not a physical

16

occurence, the 95 KW turbine would draw the 6 inches of elevation in approximately

1/2 hour. During periods when the flow exceeds the turbine design flow, which

occurs less than 20% of the time, water would spill over the dam.

SUMMARY OF INSTALLATION SITES

- Selection of a siphon type turbine installation is the recommended
approach for retrofitting the Exeter River 1 Dam. The recommendation
is based on cost, site access, licensing considerations and
civil work requirements.

- The retrofit cost is estimated at a maximum of $225,000 and is
projected to produce an approximate gross income of $35,000.

- A continous peaking operation procedure during low flow periods
is recommended to optimize the output from a single turbine

installation.

FINANCING
Two alternative financing packages have been developed (Private Developer

& Public) for the town's consideration in deciding whether to retrofit the Dam

for hydropower.
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The cost estimate is as follows:

1.) Civil Constr./Install. - $ 51,000
2.) Mec. & Elec. Equip. - $ 93,000
3.) Contingencies - $ 29,000
4.) Eng./Admin./Mgm't. - $ 35,000
5.) Interest During Constr. - $ 18,000

Total - $226,000

To be consistent in comparing the alternatives, the same construction and
annual costs were assumed for both analysis. The annual costs* assumed were:

Operation and Maintenance - 2% of Constr. cost
w/6.5% escalation
w/a minimum cost of $10,000

Management - 1% of Constr. Cost
w/6.5% escalation
w/a minimum cost of $5,000
Insurance - 1% of Constr. Cost
w/2% escalation
The annual income was assumed fixed at 7.7¢/KWH for 470,000 KWH's giving a
$36,190.00 Gross Operating Income (G.0.I1.). The 7.7¢/KWH was assumed constant
for the duration of the study to be consistent with the present Public Utility
Commission ruling which has no escalation clause. Future rulings may, how-
ever, increase the value of hydroelectric power. No sales contract is required
with Public Service of New Hampshire for selling power, thus a hydro site
maintains the option of selling or consuming the power if the fixed selling
rate of 7.7¢/KWH falls below the Public Service consumer rate. Present utility

rate projections show a steady climb in the consumer rate.

*Percentages recommended by Army Corp of Engineers.



The 21% federal tax credit is taken for the private developer and a tax

shelter is established using the following depreciation schedule:

Item Yrs. Description
Civil Constr./Install. 20 150% Decl. Bal. & then S.L.
Mec. & Elec. Equip. 18 "
Contingencies 19 "
Eng./Admin. /Mgm't. 8 Straight Line
Interest During Constr. 8 "

The tax shelter only benefits the private developer as the town does not pay

an income tax.

Private Developer - Using the above data as input a computer analysis was done

to assess the feasibility of soliciting private developers to retrofit the #1
dam for hydropower (see computer printout - Private Dev., Appendix, 3). The
analysis optimized the Debt to Equity ratio at .45/.55 using a loan at 16% for
30 yrs. (long term financing may be Timited to 20 years). The first year cash
flow in the Facility Cash Flow table will be explained to assist the reader in

assessing the financial. analysis.

Col's " Item
2 Rate paid by a Utility as mandated by PUC. (No
contract required).
3 G.0.1. .077%/KWH x 470000 KWH/yr.
4 Operation & Maintenance - The value of $10,000

assumes the developer has no infrastructure to
handle the 0 & M thus must establish a contract
to handle the 0 & M. This would be the payment
to a Town Maintenance Department if the
responsibility was so assigned. In this case
only a portion of the $10,000 would actually be
an expense. (To be comparative the same cost
was used for both studies).

5 Insurance - Cost of an individual insurance
policy to cover the hydro-equipment, if the
hydro could be included in an umbrella policy,
this may be reduced.



hydro could be included in an umbrella policy,
this may be reduced.

6 Management - This basically covers accounting
costs.
7 Other - The Army Corp of Engineers recommenda-

tion is 1.5% of Construction Costs.

9 G.0.I. minus expenses.

10 Debt service on the loan.

1 The $421 shows a before tax Toss in the first
year.

12 Present worth of the annual cash flow before
taxes.

13 To breakeven the generated power would have to

be sold at 7.79¢/KWH. At the end of 34 years
the power would have to be sold at 12.12¢/KWH,
an increase of 55%.

14 The principle payment for the debt service.

15 Remaining debt.

To assess the potential market to raise the 55% equity for the project an

Annual Investor Cash Flow table was developed (see computer printout).

Col's Item
16 Interest paid on the Toan.
17 Using the depreciation table as developed

column 17 lists the amount of income tax deductible
for the project.

19 Federal Taxable Income - the negative gives the
project tax shelter status.

20 The tax savings is figured for a 50% income tax
bracket.

21 The first year 21% tax credit

- investment tax credit 10%
- energy investment tax credit 11%

22 Cash flow after taxes for a 50% income tax
bracket.



26A % return on investment.

26B Present Worth of % return. Only 74.72% return
in 18 yrs. is available for the private developer.

Good hydro-retrofit projects are presently returning 200% on investment
in less than 5 years. Comparing this with only 59.27% in five years for the
Exeter project, it would be unlikely there would be much interest from private

developers at this time.

Public Developer - The second alternative is for public development using bond

financing. To be consistent for comparing the two alternatives, the public
finance alternative was based on the same total construction cost of $226,000.
This includes construction interest of $18,000 which is higher than required
when using bond financing. The assﬁmed Debt/Equity is .01/.99 using a bond
value of $223,740 and a 30 year loan of $2,260 at 9%. The Computer printout
(See Appendix 3) evaluates the cash flow based on the debt of $2,260. Adding
columns 4,5,6, 7,9, which is equivalent to taking column 3 and subtracting
col. 10 yields $35,972 to cover operating expenses bond financing and debt
service. To determine the cost of bonds the following two assumptions were
made:

- bonds to cover construction interest

- sell $220,000 worth of bonds for $210Q,000
The yearly payment at 9% for $220,000 worth of bonds is

.09 x [220,000] = $19,800

to be paid at the end of each year for 30 years at which time a principle
payment of $220,000 will be made. The required annual revenues to cover the
bond financing assuming a uniform payment to a sinking fund (assume discount

rates of 9% & 15% for sinking fund) is calculated as:

20



if i=9% i=15%
SFF, i, 30 .00734 .00230
(Sinking Fund Factor)

Annual = 220,000 x SFF $ 1,614 $ 506

Annual interest 19,300 $19,300
Annual revenues $21,414 $20,306

The true cost of money by floating the bonds is figured as

$210,000 = $19,800 (PwF, i, 30) + 220,000 (PWF, i, 30)

(Present Worth Factor)

i = 10% PW = 199,261 < 210,000
@i = 9% PW = 220.013 > 210,000
true i = [.09 + .01 $210,000 = 220,013), _  gpq

(199,261 - 220,013)

Comparing the bond debt service of approximately $21,000 and the adjusted
operating income Col. 9 of $19,089 reveals the project is not feasible.
However, a closer look at the operating expenses shows the town has received
$15,000 in operating, maintenance and management costs. As previously stated
this cost is a recommended figure based on an independent group operating the

dam not an existing municipality infrastructure.

Finance Summary

- It is unlikely that a private entrepreneur would find the
hydro development project attractive at present interest
rates. However, at an interest rate less than 10%, the project
would have a negative income which would qualify it as a tax
shelter.

- The analysis figures the tax credits on the total construction
cost. A new legislative proposal is being considered to limit
the tax credit to only the equity financing. If passed, the
large percent return in the first year will be reduced thus
making it less attractive for private investors.

- If reliable escalation pricing for electricity was estab-
lished, the entire analysis changes. A ten percent annual
escalation factor, (we have experienced a 1ittle more than 18%



per year for the past four years) in the sale of hydropower to
the public utility would make private development much more
attractive.

When one or more of the above mentioned parameters change the
private development alternative should be reconsidered.

If a public developer can break even in the first year it is
highly recommended that the project be undertaken. Rising
energy costs will continue to increase the financial feasi-
bitity of the project.

22
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PART 11

DISTRICT HEATING/COOLING (DHC) STUDY

The downtown area of Exeter, especially the waterfront buildings, support
a fairly intensive level of activity and use and contains approximately 243,
255 sq. ft. of building floor space. This site also has nearby resources
adaptable to a heat pump installation, namely, the two sewerage pumping stations
and the tidal Squamscott River which could serve as heatsinks. For these
reasons the concept of utilizing hydro-electricity to power heat pumps and

distributing the heating/cooling products to the downtown area is being considered.

HEAT NEEDS SURVEY

To assess the economic viability of the District Heating/Cooling concept,
the Exeter Planning Office conducted a survey to determine the floor space and
heating needs of the buildings along the southern side of Lower Water Street.
The collected information as to the type of heating systems, floor areas and
heating costs/BTU's for each building is tabulated in Table 3.

Currently, an estimated 8770 million BTUs of heat energy are used for the
174,286 square feet of occupied floor space. A potential demand of 3500
million additional BTUs exist, should vacant floor space and subbasement
become occupied as envisioned by Exeter's "Waterfront Revitalization Plan."
The Town's sewer pumping station, located on Water Street, consumes approxi-

mately 169,000 KWH for operation of jts pumps.
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DHC SYSTEM

The heat pump district heating and cooling system consists of three
components; Heat Exchanger, Heat Pump Unit and Distribution Network. In using
this type of system for heating, over 3 times as much heat per KWH as resis-
tance heating can be generated. The system could use electrical energy (supplied
from a utility, the proposed hydro-retrofit, or a combination thereof) to
drive the required pumps and use the heat energy in the Exeter sewerage pumping
station as the heat sink. To supply the required BTU's (see Table 3) for the
section of doWntown being considered, during the 5-6 month heating season,
would require around 3000 KWH/day of electricity and a flow of 200,000 gals/day
in the sewerage pumping station. The proposed turbine/ generator system would
produce approximately 2400 KWH/day which would supply up to 80% of the heat
pump electrical power needs. The pumping station handles in excess of one
million gallons per day which is more than adequate to meet the heat sink
requirements. These design constraints for the system are based on the present
heating load within the designated downtown area. The proposed system would
use the existing hot water heating distribution systems in the buildings, the
heat pump simply serves the purpose of the individual boilers. The existing
building space heating units are baseboard, radiators or liquid to air heat
exchangers. The radiant space heating units are limited to only the heating
mode, contrary to the heat pump system dual mode capacity. The liquid to air

exchangers can be easily adapted to run in both modes (i.e. heating and cooling).

Heat exchanger - The heat pump system extracts heat from one medium and dissipates

it into another. The heat in the sewerage at the pumping station is used as
the heat sink by placing the DHC system evaporator coils in the pumping station
agitating tanks. The coils will lower the temperature of the sewerage by 10°

to 20°F, to just above freezing during the winter season. The civil works
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requirements for the coil are a support structure within the agitation tank,
inlet/outlet piping to the pump and a cleaning capability for the coil. The
support structure which holds the coil submerged in the tank must be corrosive

resistant to chemicals and to abrasive materials.

Heat Pump Unit - Turbo Refrigerating Company of Denton, Texas, (See Appendix

4) manufactures a heat pump unit directly adaptable to the Town of Exeter's
needs. There are other companies with similar products; however, Turbo's
seemed best suited from the product descriptions and discussions with other
vendors. As stated in their letter, the heat pump unit consists of a com-
pression, condenser, and evaporator. The heat pump unit, plus the evaporator
coil pumps, would be placed behind the Lower Water Street buildings. The 1/6
ton/hr unit design recommended by Turbo, will receive the cold water return
from the buildings and feed the hot water supply lines back to the buildings.
The heat pump system control will monitor the hot water supply Tine to main-
tain sufficient heat to meet the building space heating needs. There are
system control devices now available to optimally manage this type of heat
pump operation. To optimize its performance this option should be investi-

gated during the system design phase.

Distribution Network - The distribution network consists of the supply and

return lines, BTU meters and controls (see figure 3). The supply and return
lines distribute hot water for heating or chilled water for cooling to the
buildings. The pipe depends on the present and anticipated building space
heating loads. Connections to the individual building heating/cooling systems
are made to both the supply and return lines, and BTU meters are installed at
these connections for billing purposes. Servocontrolled valves in the connection

lines and the existing boiler lines control the operation of the individual
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installations, (see Figure 4 and Table 3). These valves as shown allow the
most flexibility for the individual building space heating systems. New space
heating installation or existing heating units may be connected with no individual
boilers in the system. This would eliminate half of the control requirements.

The heat pump capacity; as designed to meet peak loading, was determined
to be a 116 Ton/Hr. unit. The total cost to install the system was estimated

to be approximately $200,000. The cost breakdown for the system is as follows:

HEAT PUMP COMPONENTS

Costs
Heat Pump Hp 1000 $ 63,262
Heat Exchanger 15.5 40 022 3,000
Pump 4" 15 HP 3,400
Pump 4" 10 HP 15.2 45 210 2,300
Steel Pipe 4" installed 15.1 55 065
5527 ft @ $6.85/ft ’ 37,860
Pipe Insulation 2" Fiberglass 15.5 65 472
1686 ft. © $5.00/ft 8,430
Excavation: Backfill $2.82 yd° 2,500
BTU meters 15 @ $500/each 7,500
Installation $ 64,820
TOTAL $193,072
TABLE 2. HEAT PUMP SYSTEM COSTS
Debt Service
for PW @ $200,000 i@ 8% =16,105 $/yr.
i@ 10% = 20,165 $/yr.
i @ 15% = 36,538 $/yr.
Electrical Costs
1 KW 1 .064 _ 6
Heat Pump m X (ﬁ) C.0.P. X m = 5.68 X 10° $/BTU
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Supplemental
BTU , 83.33 tons 1 KWH
Pumps 25 X 254 g5 R X 73705 8TU X 776 tons * 3413 BTU *
.065$ _ -/
“Top = 8.56 X 107 $/BTU

Total Electrical Costs 6.54 X 10°° $/BTU

Operating and Maintenance = 6000 $/yr.

Last year's cost for oil fired hot air systems for the Lower Water Street

area averaged 8.7 $/106 BTU's for a total of 5,000 X 106

BTU's. An investment
by the user is required to make the connection to a district heating/cooling
system assuming a second party installs the DHC systems. To make the DHC
system financially attractive to a user, the cost for heat is taken at 80% of

their present cost to offset their connection costs. Using this data a revenue

breakdown for the DHC system is as follows:

Existing Demand

5,000 X 10° BTU X §%%g§§%ﬁ§2 = 34,800 $/yr
Cost for Power
5,000 X 10° BTU x 32 = 32,500 $/yr.
Power Cost Difference = 2,300 $/yr.
DHC Potential Profit (assume full operation)
116H§ons ‘ A3¥3;0ioﬁlu X 24d2;s ‘ 36§rdays y (6.96 ; 6.5) _ 10,787 $/yr.

The present seasonal demand of 5,000 X 106 BTU's uses only 21% of the avail-
able yearly heat pump capacity. This small usage will not generate enough
profit ($2,300) to cover the debt service and 0 & M costs per year. At 100%
usage, not physically possible, the DHC generates a savings of 10,787 $/yr. in
power which will still not cover the debt service and 0 & M. The more than

$80,000 in cost to run piping to and from the sewage treatment plant pushes
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the cost of the debt service above the fuel cost savings. For the DHC system
to be economically feasible a higher density of heating and cooling space than
exists on lower Water Street is required. For the Tower Watér Street systeh
to be feasible as designed 0il1 costs must be approximately 60 times more
costly than electricity, for example:

011 3.90 $/gal.
Electricity 6.4 ¢/KWH
. 064 ¢/KwH
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ESSEX TURBINE
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JOHN F. KOOPMAN
Chief Engineer

Essex Turbine camp al ;é Essex Turbine Company

Kettle Cove industrial Park
Magnolia, Massachusetts 01930
(617) 525-3523 TWX 710-347-0280

Standardized Bulb Turbines
for Hydroelectric Sites
with 75-1000 KW Potential



wmy Mechanical Data s

. Induction or Synchronous
Generator

Fixed Guide Vanes
Planetary Gearbox
Reaction Turbine Blades
Inlet Adapter Cone —
Project Specific

Custom Designed Draft
Tube — Project Specific

I

_A__1 5 8 : CONFIGURATION
I T

|

A B

o RN

- c DIMENSIONS Feet (Meters)
‘ ) ET-1352 ET-1000

5.086 (1.550) 3.938 (1.200)
4.436 (1.352) 3.281 (1.000)
6.644 (2.025) 6.644 (2.025)

ow»

MATERIALS

Essex Turbines are conservatively manufactured from a combination of
ductile iron castings, corrosion resistant steel fabrications, and austenitic stain-
less steel castings and fittings. Anti-friction roller bearings are used throughout
with minimum ISO B-10 life of 87,000 hours at maximum KW rating. The gears
are precision ground ailoy steel designed for AGMA 99 percent life of 87,000
hours at maximum KW rating. The main shaft is sealed from the outside by
multiple high quality mechanical seals.

FLOW/POWER CHARACTERISTICS

Net Head* ET-1352 ET-1000
(Feet) Flow (cfs) Net KW Flow (CFS) Net KW
7 115 53 - -
9 128 79 - -
11 138 105 72 54
13 150 133 75 70
15 160 168 81 84
17 - - 86 102
19 - - 91 120
21 - - 85 136
23 - - 100 158
25 - - 106 179

*Net head is defined as head between turbine inlet and tailwater.
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The Essex Turbine Company offers prepackaged water turbine systems for.
low head applications. A system consists of any number of Essex bulb turbines
and all the ancillary hydraulic and electrical equipment necessary to produce a
fully automatic electrical generating facility. An Essex Turbine is a standardized
power module consisting of an axial flow turbine, a speed increasing gear set,
and a generator combined in a short pipe section. There are currently two
available models, the ET-1352 and the ET-1000, which are complementary in
their flow sizing.

The required hydraulic equipment is site dependent but could include a
trash rack, inlet gate, piping to the turbine and draft tube. In general, develop-
ment with Essex Turbines will require less civil investment than most conven-
tional turbines. An automated control system provides electrical and mechanical
failure detection, shutdown protection, and power measurement. There also can
be provision for automatic startup and shutdown.

What Are The Advantages Of Essex Turbines Over Competing Equipment?

They have greater flexibility, since they can be installed in series or parallel
to cover a broad range of head and flow rates.

Equipment costs are less, since standardization allows spreading of design
and manufacturing costs.

Civil costs are less, since a powerhouse or major excavation is not required.
They are adaptable to horizontal thru vertical installations.

Use of the latest turbomachinery theory and computer design methods has
led to retained high efficiency at off design operating conditions.

Simple design and standard equipment make for quick and easy installation.
Conservative design assures minimum maintenance.

What Are Site Characteristics Appropriate To An Essex Turbine Instaliation?
a riet head of 7-50 feet (2.1-15.2 meters) with operating variation less than
T 20%

B Mean flow rate of 50-500 cfs (1.4-14.2 cms).

What Are possible Uses Of Installed Essex Turbines?
M To develop existing small damsites for 75-1000 KW of power.

M To develop irrigation and canal systems.

B To provide incremental peaking capacity at larger damsites.
M To maintain minimum flow requirements at larger damsites.
B To replace old existing equipment.
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Closed Pit Canal Drop Installation




APPENDIX 2

TURBINE SELECTION STUDY
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FLOW DURATION CURVE BASED ON DAILY VALUES
BASED ON
uscs sTaTion 01073500

200 LampReY River NEarR NEWMARKET, H,fl.

_Period of Record: Oct. 1934 to Sept. 1979.

Annual Mean Flow = 159,4 cfs. 327
(entire curve)
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EXETER RIVER

y FLOW DURATION CURVE BASED ON DAILY VALUES
BASED ON USGS STATION 01073500

LAMPREY RIVER NEAR NEWMARKET, N.H.

Period of Record: October 1934 to September 1979.

Proposed Turbine Sizes: h =10.5" e = 0.80
I) w/Turbine #1: (e = 0.80) %Time
PR = 35 KW: QD1 = 49.2 cfs 68%
4 Qyp = 19.7 cfs 85%
1.15 QD] = 56.6 cfs 64. 5%

II) w/Turbine #2 (e = 0.80)
PR = 100 KW: QD2 = 140.6 cfs . 37%
.4 QD2 = 56.2 cfs 64.5%
1.15 QD2 = 161.7 cfs 32.5%

III) w/Turbines #1 and #2

1.15 (QD1 + QDZ) = 218.3 cfs 23%
E = 674,6000 Kw-Hrs.

Overall Plant Factor = 57%

Annual Mean Flow = 159,4 cfs 32%

(entire curve)



POWER/ENERGY:

w/Essex Turbines: h

I) w/ET1000:

IT) w/ET1352:

10.5' e =0.83

i

QD = 55cfs P = 40 KW; 66% time
E = .66 (8760)(40) = 231,264 kwh

@ QD = 55¢cfs, ponding would provide for
7.92 hrs w/o inflow.

Q from 66% to 100% of time:
1/2 (.34)(40)(8760) = 59,568 kwh
avg. is 27.5cfs
E = 231,264 + 59,568 = 290,832

w/5% water loss & shut down: E = 276,300 kwh.

QD = 130cfs P =95 KW; 39.5% time
E = .395 (8760)(95) = 328,719 wkh

@ QD = 130cfs, ponding would provide for
3.35 hrs w/o inflow

Q from 395% to 100% of time:
AE = A = 1/3 ab = 1/3 (95)(.605)(8760)
AE = 167,827 kwh

E = 496,547 kwh
w/5% water loss & shut down: E = 471,719 kwh

ITI) w/1 ET1000 & 1 ET1352:

m
1}

QD] = 55cfs PR = 40 Kw ©66%
QD2 = 130cfs PR = 95 KW ©39.5%
QD = 185cfs PR = 135 KW ©28%

.28 (8760)(135) + (.395 - .28)(8760)(95) + (.66 -.395)(8760)(40)
331,128 + 95,703 + 92,856 = 519,687 kwh

AE for QD]: 1/2 (40)(.34)(8760) = 59,568 kwh



AE for QDZ: 1/2 (95 - 40)(.66 -.395)(8760) = 63,839 kwh

AE for Q 1/2 (40)(.395 -.38)(8760) = 20,148 kwh

E = 663,242 kwh

w/ 10% water loss & shut down, E = 596,900 kwh

@ QD = 185cfs t = 2.35 hrs w/o inflow
QD2 = 130cfs t = 3.35 hrs w/o inflow
QD] =  55cfs t =7.92 hrs w/o inflow

w/A11is=Chalmers fixed blade units:
I) w/A-C 120 QD, = 165 cfs P =120 kw: 32% time
E = .82 (8760)(120) = 336,384 kwh
@ QD] = 165 cfs, ponding would provide for 2.64 hrs w/o infiow
Q from 32% to 100% of timég
Yo (.68)(120)(8760) = 357,408 kwh

Avg. is 82.5 c¢fs

E = 336,384 + 357,408 = 693,792 kwh
w/5% water loss and shutdown
E = 659,102 kwh
1I) w/A-C 88 QD, = 121 cfs P = 88 kw; 40% time

2
E = .40 (8760)(88) = 308,352 kwh

@ Q02 = 121 cfs, ponding would provide for 3.6 hrs w/o inflow
Q from 40% to 100% of time:
Yo (.60)(88)(8760) = 231,264 kwh

Avg. is 60.5 cfs

m
Il

308,352 + 231,264 = 539,616 kwh

w/5% water Toss and shutdown

m
I

512,635 kwh
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1 ET1352

Turbine-Generator
Switch gear
Microprocessor
Fence, Shed

Recorder

@

470,000 kwh.

Construction & Installation

Contingencies (20%)

Eng., Admin., Mgm't (20%)

Interest During Construction

1.4 x .12 1/2 = 8.5%

*Construction & Installation:

1

Siphon Type installation - place diagonally
across face of dam.

Power output (kwh)

Turbine power rating (kw)

Flow {(cfs)

NOTATION

$ 73,000
15,000
3,000
6,000
2,000
45,000

$ 144,000

29,000

$ 173,000

35,000

$ 208,000

18,000

$ 226,000

Turbine design flow [subscripts designate the options]
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COMPUTER PRINTOUTS
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APPENDIX 4

TURBO HEAT PUMP
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4 Post Office Box 396
' Denton, Texas 76201
Cable Address "TURBO TEX™
TWX 510 - 877 - 0571
Area Code 817 — 387-4301

Shady Qaks Drive, Expressway Industrial Park

May 12, 1981

Mr. Charles Goodspeed
Kingsbury Hall

University of New Hampshire
Durham, New Hampshire 03824

Dear Mr. Goodspeed:

We appreciate your calling Turbo expressing an interest in
our heat pump. I believe we have the equipment needed for your
city heating project. '

The yearly heat of 5,000 million BTU when averaged for five
(5) months converts to 116 tons per hour. Our model HP1000
matches very well to your load requirements.

For budgetary purposes the expected cost for one (1) model
HP1000 is $63,262.00. This price includes compressor, condenser,
and evaporator all in one (1) factory assembled package. It does
not include pumps or heat exchanger for extracting the heat from
the sewage.

Enclosed is some information about our equipment. If you
have any questions, please let us know.

Yours truly,
TURBO REFRIGERATING COMPANY

Buster Smith
Vice President/Director
Marketing

RBS:jam
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The TURBO HEAT PUMP is
a well-built, factory tested
unit mechanically efficient

and energy saving.

This HEAT PUMP was
designed to save energy
during both winter and
summer seasons.

The TURBO HEAT PUMP
presents a multi-seasonal
means of operation: that is,
in the summer months, the
ice from the evaporator
plates can be used to cool a
building, while, during the
winter the heat from the
condensers can be used to
heat this same structure.




Lo

ROST

BASIC
CPERATION

The TURBO HEAT PUMP
simply removes heat from
water that circulates over the
evaporator plates. The water
forms ice which is discharged
through an ice opening into
an ice storage tank. The heat
is removed from the
refrigerant system by
condensers in the form of hot
water. The auxiliary water
condenser can have a
temperature of 130°F or
higher.

gDV

The condenser water can be
used for space heating and/or
for domestic hot water.

The ice in this operation can
be used for air conditioning
during the summer months,
while the heat pump can also
function as a water chiller.

EFFICIENCY

The coefficient of
performance for this
TURBO HEAT PUMP
is 3.3,
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HEAT PUMP

PHYSICAL DATA

CONDITIONS: Heating & cooling in tons.

Heating tons represent the lotal heat-of-rejection.

Condensing at 105° F.
All data basad on R-22.

HP 100 | HP 150 | HP 200 | HP 300 | HP 400 | HP 600 | HP 800 | HP 1000
HEATING AT 20° 10.11 12,55 | 1873 | 2875 | 3460 | 51.85 69.07 | 103.72
COOLING SUCTION 7.40 917 | 1367 | 2125 | 2720 | 40.80 54.40 81.80
HEATING AT 35° 13.44 16.75 | 2482 | 3759 | 4666 | 69.94 93.20 | 139.79
COOLING SUCTION 10.42 12.91 19.16 | 29.17 38.50 | 57.75 77.00 | 115.60
HEATING AT 45° 16.03 20.04 | 3028 | 44.66 55.75 | 8347 | 111.25 | 166.82
COOLING SUCTION 12.84 16.00 24.17 35.84 | 47.20 | 70.70 94.30 | 141.50
DIMENSIONAL DATA

A 98.5 98.5 113 153 183 253 313 373

B 945 945 109 149 179 249 309 369
C 50.5 50.5 50.5 50.5 50.5 60.5 60.5 60.5

D 56.5 56.5 71.0 101 131 191 251 311

E 40 40 40 50 50 60 60 60

F 54,5 54.5 69.0 99 129 189 249 309
HORSEPOWER (NOM.) 7.5* 15+ 25* 35+ 40 60 75/100 | 100/125
WEIGHT IN LBS. 3080 3840 5720 8780 | 11620 | 19860 | 21120 | 26240

NUMBER OF PLATES 12 18 27 36 48 72 96 120

G.P.M. 144 216 324 432 576 864 1152 1440

*SEMI-HERMETIC MOTOR RATINGS

|

90"

REFRIGERATING

+{# COMPANY

P.0O. BOX 396

DENTON, TEXAS 76201

817/387-4301

C






